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GENERAL NOTES:

1. ELECTRICAL CONTRACTOR TO VERIFY EXISTING LOADS ON THE
INDICATED CIRCUIT BREAKER PANELS AND DETERMINE IF ANY NEW
LOADS ARE REQUIRED THAT IT WILL NOT EXCEED THE RATING OF EACH
PANEL. IF A POTENTIAL OVERLOAD PROBLEM EXISTS, CONTRACTOR IS

L L1 L1 L1 TO PROVIDE AN ALTERNATE SOLUTION AND SECURE THE APPROVAL OF

THE VA ON SITE REPRESENTATIVE.

2. ANY SITE MODIFICATION NOT SHOWN ON DRAWINGS SHALL BE
MARKED—-UP ON AN EXISTING DRAWING. CONTRACTOR SHALL SUBMIT
A MARKED UP SET TO THE VA REPRESENTATIVE FOR AS—BUILT
PURPOSES AT THE CONCLUSION OF THE PROJECT.
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(1) EACH BRANCH CIRCUIT HOMERUN SHALL HAVE NO MORE THAN
THREE CIRCUITS. EACH BRANCH CIRCUIT HOMERUN SHALL HAVE A
SEPARATE GREEN INSULATED EQUIPMENT GROUNDING CONDUCTOR.

E L E C T R ‘ C A L 4. RECEPTACLES TO BE NEMA 5-20R.
E M E R G E N C Y G E N E R A TO R 5. EMERGENCY RECEPTACLES AND FACEPLATES TO BE STAINLESS STEEL,

PAINTED RED IN COLOR AND ENGRAVED WITH WHITE LETTERING TO
A—B159

three inches

DESIGNATE POWERED FROM EMERGENCY.

6.  ALL NORMAL RECEPTACLES AND FACEPLATES SHALL BE STAINLESS
STEEL WITH IVORY DEVICES.
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1. ELECTRICAL CONTRACTOR TO FIELD VERIFY MOST APPROPRIATE
ROUTING OF CONDUIT AND WIRING.

8. ELECTRICAL OUTLETS INSTALLED WITH GROUND PLUG UP UNLESS
OTHERWISE NOTED ON THIS DRAWING OR ARCHITECTURAL ELEVATION
DRAWINGS

9. CONTRACTOR TO PROVIDE A NEW PANEL DESIGNATION FOR EACH
PANEL CIRCUIT AND BREAKERS THAT WERE MODIFIED.
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EMERGENCY GENERATOR ROOM
INSTALL NEW EMERGENCY 480v 600A IN ABHEDP1 TO

ATS—1AB1
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@ @ INSTALL CONDUIT AND CABLE TO ATS—1AB1 FROM
600A CIRCUIT BREAKER
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ELECTRICAL SWITCHGEAR ROOM

INSTALL NEW 400A ATS—1ABI1
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INSTALL NEW NORMAL 480v 600A IN AMS1 TO
ATS—1AB1

INSTALL CONDUIT AND CABLE TO ATS—1AB1 FROM
600A CIRCUIT BREAKER

INSTALL CONDUIT AND CABLE FROM ATS—1AB1 TO
NEW PANEL ABHEQS LOCATED IN MECHANICAL ROOM
AB—148. SEE 1/EP—100
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SCALE: 1/4" = 1°-0"
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